


- The interview process for two meter reader positions is underway. We have interviewed 3,and
have 2 tomorrow. We also have an opening at the WTP — no luck finding a qualified candidate
for the operator job yet. We may need to either recruit or hire a trainee.

- Next week we will have a fourth site visit from Project 1641.

Public Comment- Ms. Wynne was not in attendance at this time, so the Public Comment portion of the
meeting was tabled pending her arrival.

Reports:

Director’s Report- Mr. Castles read the Director’s Report for March. A copy of this report is attached to
the minutes.

Hydrant Report-  Mr. Castles read the Hydrant Report for March. A copy of this report is attached to
the minutes.

Financial Report- Mrs. Moon read the Financial Report for March. A copy of this report is attached to
: the minutes.

With there being no further business to discuss, the meeting was adjourned. Motion to adjourn was made
by Earl Thrailkill, seconded by Sharon Peterson, and unanimously approved.

Approved: Respectfully Submitted:

Date: _May 10, 2017 By: __Suwsan F€. Roddey







Monthly Report

March 2017

Completed all reports.

All Emergency generators were ran by Dell Hughes. The emergency diesel
engines were also ran and were reported as operating fine.

Collected 28 Distribution Samples and analyzed for the presences of Coliform
Bacteria. All samples were within acceptable range.

The chlorine burn out was started on Feb. 3™ and ended March 1.

We are currently maintaining an average Total Chlorine Residual level
throughout the distribution system this month at 1.17 mg/I.

Heyward Co. rebuilt the GA valve on the #1 High Service pump.

Performed preventive maintenance on the Quincy air compressor.
Performed preventive maintenance on the Sludge Tank mixer.

Fabricated pipe stand for the Ferric overflow piping.

Removed and cleaned the piping and Venturi pressure ports on the Finished
Water flow measuring devise.

Replaced all non-working lights in the Chemical room and men’s restroom.
Replaced 3 bulb connectors.

Repaired the #1 Willet sludge pump dampener

Replaced the light switch in the Raw Water pump house.

Adjusted the packing on #3 Raw Water pump.

Replaced the Raw Water sampling pump at the pump house.

The sludge removed and sent to the landfill this month was 102.58 tons.



CHESTER METROPOLITAN DISTRICT
FILTRATION PLANT

MONTHLY REPORT
MONTH: March 2017
| QUANTITIES (million gallons) PREVIOUS YEAR PRESENT YEAR
Raw Water 95.639 99.007
Finished Water 90.978 99.965
Peak Day Raw 3.774 4.140
Finished 3.331 3.645
Minimum Day Raw 2.558 2.490
Finished 2.409 2.574
Average Day Raw 3.085 3.194
Finished 2.935 3.225
Total Hours Operated 739.500 740.000
Monthly Load Factor (%) (Avg.day Plant cap.) 0.990 99%
QTY USED TOTAL UNIT por i
CHEMICAL COSTS (Ib) @COSTPERIb. COST COST G
Ferric Chloride 92771.25 0.30 $27,831.37 281.105
Chlorine 4998.00 0.30 $1,499.40 15.144
Flouride 525.00 0.48 $252.00 2.545
Corrosion Inhibitor 1253.50 0.62 $777.17 7.850
Caustic Soda 2987.04 0.28 $836.37 8.448
NACLO2 4809.60 0.57 $2,741.47 27.690
Polymer (press) 200.00 2.20 $440.00 4.444
Polymer (plant) 0.00 2.00 $0.00 0.000
AMMONIA 612.00 0.80 $489.60 4.945
SUB-TOTAL CHEMICALS 108156.39 7.55 $34,867.39 352.171
TOTAL UNIT )
ELECTRICAL COSTS KILOWATT HRS COST COST o
Filtration Plant 0.000
Booster Station 0.000
SUB-TOTAL ELECTRICAL $0.00 0.000
LGRAND TOTAL (Chemicals & Electrical) $34,867.39 352.171



















